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NOTE:

4” DENSE GRADED
CRUSHED STONE

8" GRAVEL SUB BASE

1. RECLAIMED ASPHALT PAVEMENT MATERIAL MAY BE
SUBSTITUTED FOR DENSE GRADED CRUSHED STONE AND
GRAVEL SUB—BASE IF APPROVED BY TOWN ENGINEER.

ep—
B
e

RESET OR INSTALL
GRANITE EDGING,
TYPE SB

CONCRETE

DESIGN & CONSTRUCTION STANDARDS

SLOPED GRANITE EDGING




